Albemarle County Service Authority
Capital Improvement Projects by District

S
Xy
} |Briarwood Water Main Replacement\

|Briarwood Pump Station Generator

) I 13

)
|Came|ot Water Main Replacement g

X

S

WHITE HALL

Jefferson Village Water Main Replacement|

Airport Trunk Sewer Upgrade

|Oak Forest Pump Station Abandonment{ J A C K
L
|Barracks West Water Main Replacement N U E T T

Hollymead Drainage Basin Rehabilitation|
Northfields Water Main Replacement|7

Raintree & Fieldbrook PVC Water Main Replacement
RV A NNA

u

Hessian Hills Water Main Replacement
> 5

|Parkview Drive Water Connection

|Crozet Phase 4 Water Main Replacement

Pantops Drainage Basin Rehab

|Lewis Hill - West Leigh Water Connection
Pl

|Madison Park Pump Station-Upgrade
( |Bellair - Liberty Hills Sewer

|Huntington Village Water Connection

J
2

|[Ragged Mountain Phase 1 Water Main Replacement Avon

\

Street Maintenance Yard
—

Biscuit Run Sewer Replacement

4

SAMUEL MILLER
\ SCOTTSVILLE [/

\ 4

4

Scot 5\/17]]»/ Scottsville Phase 4 Water Main Replacement
. \ O
Project Status
O InProgress L \
O Planned for FY2022 N P _
# ACSA Jurisdictional Area T Countywide Projects:
Magisterial Districts } = O Miscellaneous Sewer Rehab
CQ Jack Jouett o @ SCADA* System
3 Rio O AMI*** Implementation
C3 Rivanna O Risk Assessment Improvements
C3 Samuel Miller © Exclusion Meters Replacement
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SSES** - Sanitary Sewer Evaluation Study ACSA Facility Projects: /
AMI*** - Advanced Metering Infrastructure © Enterprise Resource Planning Transition

© HVAC Evaluation Project
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updated in our mapping since the time of this printout
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Avon Street Maintenance Yard

Capital Improvement Project




Replace undersized asbestos cement and cast

iron water mains (highlighted in magenta) with 8-inch
and 10-inch D.I.P. and fire hydrants.

Approximate length: 13,735'
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Scottsville Phase 4 Water Main Replacement

Capital Improvement Project

Contact ACSA directly for specific uilty o
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Parcel Information Property of County of Albemarie
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Replace existing 10" Cast Iron water main with 8" DIP
-PRV for connection to Buckingham Circle

Approximate length: 1,200 ft.

S

Water Main to be Abandoned
(Highlighted in Yellow)

Albemarle County
Service Authérity
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Ragged Mountain Phase 1

Water Main Replacement
Capital Improvement Project

168 Spotnap Road Charlottesville, VA 22911 (434) 977-4511
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Replace existing Asbestos Cement and PVC water main with 8", 6", and 4"
D.1.P. water main (highlighted in magenta)
Approximate length: 11,500 ft.
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Crozet Phase 4 Water Main Replacement
Project - Map 1

Capital Improvement Project
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Replace existing Asbestos Cement water main with 8", 6", and 4" D.|.P. water main
(highlighted in magenta)
Approximate length: 9,030 ft.
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Replace existing asbestos-cement (highlighted in magenta) l \PWELMD'GE—,_-NI_
with 4-inch through 8-inch diameter D.I.P. water mains.
Approximate length: 6,185 ft. . m
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Northfields Water Main Replacement
Capital Improvement Project
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/| Replace existing cast iron and PVC water mains (highlighted in
magenta) with 4-inch through 12-inch diameter D.I.P. water mains. |

"1 New water interconnections shown in Yellow.

Approximate length: 13,660 ft.

‘ g /"?a
)\ \0\9‘
iy v b

Abemorle Comty | ..
Service Authérity |-

Serving & Conserving
168 Spotnap Road Char

Hessian Hills Water Main Replacement W$E . itorine

riottesville, VA 22911 (434) 977-4511

Capital Improvement Project




- A U\
N~ ; —— DICKERSON™RD ==

Replace existing PVC and portion of D.I.P. water mains (highlighted in

magenta) with 4-inch through 10-inch diameter D.1.P. water mains.

Approximate length: 6,100 ft. \‘\ ‘
Abandon existing 10-inch PVC water main (highlighted in green). Approximate length 750 ft. "%

New water interconnection shown in yellow.
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Capital Improvement Project
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[-Replace existing cast iron water mains (highlighted in magenta) y ;

with 4-inch through 8-inch diameter DIP water mains.

-New water interconnections shown in yellow.

-Install 6 additional fire hydrants (highlighted in yellow).

-Explore feasibility of abandoning water main between 200 and 210 Buildings.
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Replace existing Cast Iron water mains (highlighted in
magenta) with 12-inch or 8-inch diameter D.I.P. water mains.
Water main size dependent on County's Broadway Blueprint

Approximate length: 1,500 ft.
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1 s\ ”* Replace existing PVC water mains (highlighted in
magenta) with 4-inch to 8-inch diameter D.I.P. water mains.
. o0 “* \\| Approximate length: 11,500 ft.
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Replace existing sanitary sewer with
12-18" diameter (highlighted in magenta)

Approx. Length = 6,900 feet
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Construct 8" sewer lines (highlighted in magenta) R2
to serve Bellair/Libert Hils. ® s A
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Replace existing pump station with larger station,
new pumps and SCADA control system.
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Replace undersized galvanized and cast iron
water mains (highlighted in magenta) with 4-inch

6-inch and 8-inch D.I.P. and fire hydrants.

Approximate length: 2,050' ,}9
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=== ACSA Waterline
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+Proposed Fire Hydrant

Stony Point Water Main Replacement
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‘Contact ACSA directly for specific utiity locations.
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Install 8-inch DIP to provide redundant feed.
Approximate length: 100 ft.
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Huntington Village Water Connection

Capital Improvement Project
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-Replace approximately 60-feet of exposed 24-inch PVC sewer main (highlighted in magenta) with 24-inch DIP sewer main.
-Install new manhole approximtely 60-feet downstream of existing manhole (highlighted in yellow).
-Stabilize existing stream bank and rebury new DIP sewer main.
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